
STATEMENT OF ENERGY PERFORMANCE

DLI-Butte Job Service Date: 8/24/2021

2201 White Blvd. Year Built: 2000

Butte MT  59701 Parent: N/A

Baseline: 2012 2015 2017 2018 2019 Current:

Energy Date: 12/31/2007 12/31/2012 12/31/2015 12/31/2017 12/31/2018 12/31/2019 12/31/2020

Energy Star Score: 41 56 58 55 36 43 70

Gross Floor Area: 6,907 6,907 6,907 6,907 6,907 6,907 6,907 Sq. Ft.

Heating Degree Days 6778 7046 6715 7862 7820 8591 6940

Cooling Degree Days 730 517 551 731 432 398 506

Reported Annual Energy Use:

Site Energy Use: 527.1 431.5 438.0 499.8 597.6 590.2 441.9 MBTU

Site EUI: 76,308 62,474 63,413 72,358 86,517 85,447 63,973 BTU/ft2

Electricity: 76,437 63,073 57,808 58,876 79,635 67,217 34,934 kWh

Max Electric Demand: 44.0 42.0 28.0 30.8 37.2 31.2 18.0 kW

Natural Gas: 2,663 2,163 2,407 2,989 3,259 3,608 3,227 Therms

Reported Annual Energy Cost:

Electricity Cost: $8,049 $7,133 $7,061 $7,347 $9,017 $8,397 $4,376

Electric Demand Cost: $3,158 $2,586 $2,317 $2,710 $2,917 $2,843 $1,516

Natural Gas Cost: $3,087 $2,108 $2,184 $2,452 $2,533 $2,714 $2,467

Total Energy Cost: $11,136 $9,241 $9,246 $9,799 $11,550 $11,111 $6,843

Energy Cost/ft2 $1.612 $1.338 $1.339 $1.419 $1.672 $1.609 $0.991

Weather Normalized Energy Use:

Site Energy Use: 554.8 446.6 463.5 495.1 586.9 554.1 467.9 MBTU

Site EUI: 80,329 64,655 67,113 71,684 84,972 80,221 67,749 BTU/ft2

Electricity: 76,437 63,073 58,363 58,876 79,635 67,217 34,934 kWh

Natural Gas: 2,940 2,314 2,644 2,942 3,152 3,247 3,488 Therms

National Median Energy Use:

Site Energy Use: 473.6 471.0 488.6 535.0 499.8 544.5 592.6 MBTU

Site EUI: 68,573 68,192 70,735 77,456 72,367 78,837 85,804 BTU/ft2

% Difference from National Median:

Site EUI: 11.28% -8.38% -10.35% -6.58% 19.55% 8.38% -25.44%

Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Direct Emissions: 14.1 11.5 12.8 15.9 17.3 19.2 17.1

Indirect Emissions: 22.3 18.7 16.9 17.2 23.2 19.6 10.2

Total Emissions: 36.4 29.9 29.7 33.1 40.5 38.8 27.3

National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Total Emissions: 32.8 32.6 33.1 35.4 33.9 35.8 36.7

Adjusted Energy Based on Current Year:

Site Energy Use: 523.9 429.8 440.0 480.6 584.3 565.1 441.9 MBTU

Site EUI: 75,854 62,227 63,697 69,581 84,594 81,818 63,973 BTU/ft2

% Difference Adjusted Site Energy Use

2012 to Baseline -17.96% Note:  N/A has meanings as follows:

2015 to Baseline -16.03% Energy Star Score: Not available for this type of property

2017 to Baseline -8.27% Adjusted Energy Use: Not available for this property

2018 to Baseline 11.52% Most other data: Not available due to insufficient or missing data

2019 to Baseline 7.86%

Current to Baseline -15.66%

2019 to 2020 -21.81%


